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PROPOSED CODE CHANGE (Check One)

Change to read as follows |:|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

P2603.2.1 Protection against physical damage. In concealed locations, where piping,
other than cast-iron or galvanized steel, is installed through holes or notches in studs,
joists, rafters or similar members less than 442 1% inches (38 31 mm) from the nearest
edge of the member, the pipe shall be protected by steel shield plates. Such shield
plates shall have a thickness of not less than 0.0575 inch (1.463 mm) (No. 16 Gage).
Such plates shall cover the area of the pipe where the member is notched or bored, and
shall extend a minimum of 2 inches (51 mm) above sole plates and below top plates.

REASON

This proposed amendment, from the current code, changes the distance that is allowed from the
edge of a framing member to a soft plumbing pipe where a nail strike plate is required. The distance
is changed to correspond to the distance required in the electrical chapters

Fiscal impact: no increase to the cost of construction, current amendment language.
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